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UD-100187S
LEGEND
— WIRED BY MITSUBISHI
MAINTENANCE SYSTEM BYPASS 3 BREAKER —--—--——--— — WRED BY CUSTOMER
|— ————————————————————————————————————————————— —| —————®————— — KIRK—KEY INTERLOCK SYSTEM
: : SKPM — SOLENOID KEY RELEASE—(OPTIONAL)
! SMB | A\ — CONNECTION TYPE
| —~ N/ :
| 5o - |
: T T T T 7 ’ :
| : UPS : | |
: | — | ' :
| | | A30 A40 | ' |
H BIN ! ! B30 B40 ! ! 52L H
| | i C30 C40 i | |
f 3-PHASE -- - C o | | O | | O/_\O O—:————% A
TR Al | Ceeenore: A Al
AC INPUT 3¢, 4WIRE i | ! A10 ! ! i NOTES:
208V/60Hz ; | B10 | : CUSTOMER 1. 50—60 KVA MLO
CUSTOMER | ! ! C10 ! ! | - CONNECTION 70—-80 KVA MAIN CIRCUIT BREAKER
CONNECTION ; | | | | ; TO LOAD 2. OPTIONAL INPUT/BYPASS JUMPER CBL-1100B—080—JMP
| | | N10 N10 | | |
NEUTRAL > —-—-——+-— o1 | 05 o R o—d-— >
[ /A o - ] A CUSTOMER CONNECTION SCHEDULE
L L GND L i
GROUND >_——_ : -— -0 i | O | i Oo— ! —_——% J Cable Connection Schedule
| & i 1 1 i A | Drawing | Connection | Connection |Connection| Wire Type | Wire Type | Suggested
1 ! ! ! ! 1 Designation Type Location Size (70-80kVA) | (50-60kVA) | Connector
! i i i i AC OUTPUT ! Phase Power |Input Power (3/8" Consult NECNFPA 70 |Burndy YA-L
i Cﬁ%‘ll"\cl)ng : ! ! : CUSTOMER i Input/Output [Connection |[Clearance Series or
' CONNECTION | | | | CONNECTION A Hole. 1.75" YAV Series
1 ! ! 1 J Centerto for 2-Hole
———————— —0————' e . Center
Spacing
Phase Power |Breaker 3/8" Burndy YA-L
= A Input/Output |Output Clearance (1) 3/0 AWG-350kemil  |Series
Hole.
A rnhasf/gorlert ICnopnur;cepc(t)iz:r z{:arance (2) 2/0AWGH(1) 3/0AWGH E:rrir:adsy .
put/butpu 500kemil  |350kemil
Block Hole.
Neutral Input Neutral |3/8" Consult NECNFPA 70 |Burndy YA-L
Input/Output [Connection |[Clearance Series or
A Block Hole. 1.75" YAV Series
Centerto for 2-Hole
3 Breaker Bypass Cabinet Center
Circuit Breaker Summary Spacing
Bypass Breaker Ground Ground Buss |3/8" Consult NECNFPA 70 |Burndy YA-L
UPSKVA| Mfg. [BreakerSize| Frame Size Trip Setting P/N Breaker AIC Wire Range Connection |Bar Clearance Article 250 Series or
50 J-Frame 250A 200A JDF36200 (1) 3/0 AWG-350kemil A Hole. 1.75 YAV Series
60 225A JDF36225 Centerto for 2-Hole
70 |>auvareD 275A 25k Center
L-Frame 400A LDF36400U31X (2) 2/0 AWG-500kcmil R
80 300A Spacing
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WIRED BY MITSUBISHI
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KIRK—KEY INTERLOCK SYSTEM
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REFERENCE DRAWING UD-SKPM208
FOR ELECTRICAL SCHEMATIC

NOTES:

1. 50-60 KVA MLO

CONNECTION TYPE

3-PHASE - - - - 0 T ! ! O O Oo—--—-- % I 70—80 KVA MAIN CIRCUIT BREAKER
A A L SEE NOTE 2 | |@ A | 2. OPTIONAL INPUT/BYPASS JUMPER CBL—1100B—080—JMP
AC INPUT 3¢, 4WIRE | i Al0 i | !
0BViEOHz o B10 ] | CUSTOMER
' C10 ' : CONNECTION
CUSTOMER | : : | | TO LOAD CUSTOMER CONNECTION SCHEDULE
CONNECTION | | | | |
i 1 | i i Cable Connection Schedule
! | N10 N10 | ! ! Drawing | Connection | Connection |Connection| Wire Type | Wire Type | Suggested
< NEUTRAL >_ o |_ —————0 H ! O O ! H oO— - - i_ - - % q Designation Type Location Size (70-80kVA) | (50-60kVA) | Connector
! A ! ! ! ! A ! Phase Power |Input Power |3/8" Consult NECNFPA 70 [Burndy YA-L
| | | GND | | | Input/Output |Connection |Clearance Article 250 Series or
GROUND »>—--——t-——--—0 ; : O : ; o—--—-- ) A Hole. 1.75" YAV Series
! A | | | | & ! Centerto for 2-Hole
i AC INPUT ' | | ! AC OUTPUT | Center
; CUSTOMER ! ! ! ! CUSTOMER ! Spacing
CONNECTION J i_ J i_ CONNECTION J Phase Power |Breaker 3/8" Burndy YA-L
________ - Tt T T/ T Tt T/ 155 Input/Output |Output Clearance (1) 3/0 AWG-350kemil  |Series
Hole.
Ph P | tP 3/8" B YA-L
L ase Power |Inpu o.wer / (2) 2/0 AWG1(1) 3/0 AWG ur.ndy
Input/Output [Connection |Clearance . . Series
500kcmil 350kemil
Block Hole.
Neutral Input Neutral |3/8" Consult NECNFPA 70 |Burndy YA-L
Input/Output |Connection |Clearance Article 250 Series or
A Block Hole. 1.75" YAV Series
Center to for 2-Hole
3 Breaker Bypass Cabinet Center
Circuit Breaker Summary Spacing
Bypass Breaker Ground Ground Buss |3/8" Consult NEC|Consult NEC|Burndy YA-L
UPSkVA| Mfg. [BreakerSize| Frame Size Trip Setting P/N Breaker AIC Wire Range Connection |Bar Clearance |NFPA 70 NFPA 70 Series or
50 J-Frame 250A 200A JDF36200 (1) 3/0 AWG-350kemil ﬁ Hole. 1.75" |Article 250 |Article 250 |[YAV Series
60 225A JDF36225 Centerto for 2-Hole
2 Square-D 7758 25k Cent
L-Frame 400A LDF36400U31X (2) 2/0 AWG-500kemil enter
80 300A Spacing
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UD-100187S
LEGEND
MAINTENANCE SYSTEM BYPASS W/ POWER DISTRIBUTION
|— ----------------------------------------------------------------- —| — WIRED BY MITSUBISHI
! PREWRED 120VAC | o _ | SOLENOD CONTROD ! —--——--——--— — WIRED BY CUSTOMER
| CONTROL POMER @ |CRCUTTO UPS | —————®————— - KIRK—KEY INTERLOCK SYSTEM 4
! ~REFERENCE DRAWING UD—SKPM208
| i < | FOR ELECTRICAL SCHEMATIC SKPM — SOLENOID KEY RELEASE—(OPTIONAL)
! sws (- —dz=————~— 7 | : YA — CONNECTION TYPE
! O/_\O ! ! — OPTIONAL SOLENOID KEY RELEASE
1 I 1
| r 11 |
| ' |_ A30 A0 —| ' |
; BIN |1 B30 B40 | s2L - NOTES:
i —~ i €30 C40 ' ! : —
CvaSYTgMz%Rs/:g%E/iCPH ——-—o o>—H o L &3 ’ | 1. 50—-60 KVA MLO
A A L (ZSEE NOTE 2 A l (L | 70-80 KVA MAIN CIRCUIT BREAKER
| | ! A10 ! | | 2. OPTIONAL INPUT/BYPASS JUMPER CBL—1100B—080—JMP
i ' i B10 i : )SF1 )LC1:
| | | c10 L] Q ? |
i 0w e L 4 '
CUSTOMER NEUTRAL >— — - —O =0 O — ; OPTIONAL LOAD CENTER CUSTOMER CONNECTION SCHEDULE
| A i ! ! i ! oisT | | 3
' > ! Lo ' PANEL i Cable Connection Schedule
CUSTOMER GROUND | |_.| ! _ GN\D _ GN\D ! | | | Drawing | Connection | Connection |Connection| Wire Type | Wire Type | Suggeste
) i:A ' |_ ~ ~ J ' A i TO CUSTOMER LOAD Designation Type Location Size (70-80kVA) | (50-60kVA) | Connecto
! AC INPUT b e T ! H Phase Power (Input Power |3/8 Consult NECNFPA 70 |Burndy YA
| | e h /8" | d
| c((:)lilsr\l}%MnEgN UPS INPUT i i UPS OUTPUT 42 CIRCUIT | Input/Output |Connection |Clearance Series or
! ; . LoggHC/%TER ! A Hole. 1.75" YAV Series
|_ ____________________ J |_ (NOTE 1) J Centerto for 2-Hole
""""""""""""""" Center |
Spacing
Phase Power |Breaker 3/8" Burndy YA
A Input/Output [Output Clearance (1) 3/0 AWG-350kemil  |Series
Hole.
Ph P | tP 3/8" Burndy YA
ase Power |Inpu qwer / (2) 2/0 AWGI (1) 3/0 AWG] ur.n y
Input/Output |Connection [Clearance ) ) Series
- 500kemil 350kemil
3 Breaker Bypass Cabinet Block Hole.
Circuit Breaker Summary Neutral Input Neutral [3/8" Consult NECNFPA 70 |Burndy YA 2
Bypass Breaker Input/Output |Connection |Clearance Series or
UPSKVA| Mfg. [BreakerSize| Frame Size Trip Setting P/N Breaker AIC Wire Range A Block Hole. 1.75" YAV Serie|
for 2-Hol
50 J-Frame 250A 200A JDF36200 (1) 3/0 AWG-350kemil Center to or 2-Hole
60 Square-D 225A JDF36225 25K Center
70 a 275A . Spacing
L-Frame 400A LDF36400U31X (2) 2/0 AWG-500kcmil
80 300A Ground Ground Buss |3/8" Consult NECNFPA 70 |Burndy YA
Subfeed (SF) Breaker Connection [Bar Clearance Article 250 Series or
50 J-Frame 200A JDF36200 25k ﬁ Hole. 1.75" YAV Seriest—
60 Centerto for 2-Hole
-D 250A 1) 3/0 AWG-350kemil
70 |20 P| ) Frame >0 225A JDF36225 sk | (M 3/0AWG-350kemi Center
80 Spacing
Load Ceanter Breaker Ground Ground Buss |.224" Hole Consult NECNFPA 70 |Burndy YA
Zg o8 Varies Varies desending on A Connection |Bar :—(::1/4:I Article 251 Series
Square-D 10-125A 1, 2, or 3 pole [ depending on 10k p g rea.
70 Breakers size size Forming
80 Screw 1
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UD-100187S
LEGEND
MAINTENANCE SYSTEM BYPASS W/ SUBFEED CIRCUIT BREAKERS WIRED BY MITSUBISHI
_____________________________________________________________________________ ——-—-——--— — WIRED BY CUSTOMER
] | —————®—-———— - KIRK—KEY INTERLOCK SYSTEM
: "0 o0 J—--—-- : -
! EgﬁvaRROEE Fjgvc\)/\E/QC @ glc')?l_(I:ELlJ\llgr)l[?r OC%N SKPM SOLENOID KEY RELEASE—(OPTIONAL)
| | REFERENCE DRAWING UD—SKPM208 A CONNECTION TYPE
! , Ve ! FOR ELECTRICAL SCHEMATIC
| 6 B~ |
! Q , OPTIONAL SOLENOID KEY RELEASE
! '_ UPS : |
| | [ A30 A4 | |
i BIN P B30 B40 P |
CUSTOMER 3 PH L = | | c30 C40 | | |
WYE 208,/120VAC | ] O B ™
A\ A I SEE NOTE 2 P ;
! | | e | | =
! o b ! NOTES:
! | | c10 | | | 1. 50-60 KVA MLO
- o b - 70—80 KVA MAIN CIRCUIT BREAKER
| N10 , . _ —080—
| | | N10 | | | 2. OPTIONAL INPUT/BYPASS JUMPER CBL—1100B—080—JMP
CUSTOMER NEUTRAL o B e e O ( TO CUSTOMER LOAD
LA Lo A -
! | | GND GND | | |
CUSTOMER GROUND =0 * — O O ——(O— - — - — e — CUSTOMER CONNECTION SCHEDULE
| N 1A |
[ AC INPUT o o '
! CUSTOMER UPS INPUT! L i !UPs OUTPUT |
i CONNECTION - - '
______________________ | -
T ooy | MITSUBISHI ELECTRIC
% |_ (CHECKED DATE A POWER PRODUCTS,INC.
o WARRENDALE, PA.
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MAINTENANCE SYSTEM BYPASS W/ SUBFEED CIRCUIT BREAKERS

PREWIRED

CONTROL POWER

120VAC

SOLENOID CONTROL

.. [[SoLER0D €0 |
§ |SmREET~
@ | REFERENCE DRAWING UD—SKPM208

FOR ELECTRICAL SCHEMATIC

CIRCUIT TO UPS

OPTIONAL SOLENOID KEY RELEASE

LEGEND

WIRED BY MITSUBISHI
WIRED BY CUSTOMER
KIRK—KEY INTERLOCK SYSTEM

SOLENOID KEY RELEASE—(OPTIONAL)
CONNECTION TYPE

1 1
1 1
N |
1 1 1 1
CUSTOMER 3 PH \Of\ | | e c40 | | —/ >
WYE 208/120VAC O " O " O '_OSFZO—A‘_“-‘ 2
| A | | SEE NOTE 2 | | A — |
1 ¢ _____I
i R i 0w
| P B10 P > ; NOTES:
1 1 D
| | c1o | "_OSF‘rO_é"_"r 1. 50—-60 KVA MLO
| | | N1O N10 | | —O0 OA—————I— 2. OPTIONAL INPUT/BYPASS JUMPER CBL—1100B—080—JMP
1 1 1 1 1 1
1 1 1 1 ] 1
CUSTOMER NEUTRAL >—--—O - O O ' o—nA— - —— —
N L LA !
! ! ! GND GND ! ! !
CUSTOMER GROUND >—-- | ¢ | | O O | | O ———————————————i— 7 CUSTOMER CONNECTION SCHEDULE
" K 1a |
i AC INPUT | | i Cable Connection Schedule
: C((:)LIJ\ISI\I-I—EOCMI'II-:C?N UPS INPUT ! - ! UPS OUTPUT : Drawing | Connection | Connection |[Connection| Wire Type | Wire Type | Suggested
e G ] | _ Designation Type Location Size (70-80kVA) | (50-60kVA) | Connector
Phase Power [Input Power |[3/8" Consult NEC NFPA 70 |Burndy YA-L
— Input/Output |Connection |Clearance Article 250 Series or
A Hole. 1.75" YAV Series
Center to for 2-Hole
- Center
3 Breaker Bypass Cabinet _ Spacing
Circuit Breaker Summary Phase Power |Breaker 3/8" Burndy YA-L
Bypass Breaker A Input/Output [Output Clearance (1) 3/0 AWG-350kemil  |Series
UPS kVA Mfg. |[BreakerSize| Frame Size Trip Setting P/N Breaker AIC Wire Range Hole.
200A DF362 " -
Zg J-Frame 250A 2(2)(5)A jDFzzzgg (1) 3/0 AWG-350kemil A rhasf/go‘t”e't 'c”p“t Pc‘;_‘”e' (3:{ 8 (2) 2/0 AWG](1) 3/0 AWG zur,”dy YAL
70 Square-D 275 25k nput/Butpu Bror::rlle on H;elzrance 500kcmil 350kemil eries
80 L-Frame 400A 300A LDF36400U31X (2) 2/0 AWG-500kemil Neutral Input Neutral |3/8" Consult NECNFPA 70  (Burndy YA-L
Subfeed (SF) Breaker Input/Output |Connection |Clearance Article 250 Series or
50 J-Frame 200A JDF36200 25k /A Block Hole. 1.75" YAV Series
60 Center to for 2-Hole
S -D 250A 1) 3/0 AWG-350kemil
70 |auere J-Frame 225A JDF36225 o M3 em! Center
80 Spacing
Ground Ground Buss |3/8" Consult NEC|Consult NEC[Burndy YA-L
Load Ceanter Breaker Connection |Bar Clearance [NFPA70 [NFPA70  |Seriesor
50 Varies A Hole. 1.75" |Article 250 |Article 250 [YAV Series
OB Variesd di
€0 Square-D Q 10-125A 1, 2, or 3 pole | depending on 10k anes e!:)en ihgon Centerto for 2-Hole
70 Breakers . size Center
size
80 Spacing
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